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SITE PLAN
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3

SITE PLAN

1. ALL EXISTING SITE LINE WORK SHOWN IS PER FIELD MEASUREMENTS

& OTHER FIELD LOCATE DATA. EXISTING UTILITY LINES, ASPHALT

EDGES, CONCRETE EDGES, BUILDINGS AND ALL OTHER HARDSCAPES

AND UTILITIES ARE TO BE FIELD VERIFIED BY THE CONTRACTOR.

2. ALL CUT AND FILL SLOPES SHALL BE 1V:4H OR GREATER. NEW

TOPSOIL SHALL BE PLACED ON DISTURBED AREAS AND

HYDROSEEDED WITH THE TYPICAL SITE MIX.

SHEET NOTES

1

2

NEW 5,000 GALLON ABOVEGROUND STORAGE TANK.  SEE 1/C3

NEW CONCRETE FOUNDATION.  SEE 1 & 2/C6

3

NEW CONCRETE PAVING.  SEE 2/C3

4

NEW FIXED PIPE BOLLARD (14 TOTAL).  SEE 3/C3

KEYED NOTES

NEW REMOVABLE BOLLARD (5 TOTAL).  SEE 4/C3

EXISTING

SITE LIGHTING

EXISTING

FUEL TANK

EXISTING

STORM INLET

EXISTING

STORM INLET

1

2

3

4

5

13

EXISTING

STORM INLET

EXISTING

SOLID WASTE

CONTAINER

AREA

EXISTING

SITE LIGHTING

EXISTING

STORM INLET

2
.
0
0
'

3

1' SAWCUT WIDTH

PHASE TWO / BID DEDUCT #2 - NEW ASPHALT PAVING. SEE 3/C2.

6

6

6

13' 16'

EXISTING

CURB

EXISTING EDGE OF

AC/CONC

SAWCUT EDGE

EXISTING AC/CONC

1' MIN.

SEE DETAIL 3/C2

2

C2

TYPICAL DRIVEWAY SECTION

1% MIN.

NEW UTILITY TRENCH. LOCATION APPROXIMATE. SEE 1/C5

& 2/C4 FOR SAW-CUT, TRENCH, AND ASPHALT PATCH DETAILS.

SAW-CUT WIDTH SHALL BE A MINIMUM OF 1' FROM EDGE OF TRENCH.

7

7

NEW POC FOR POWER

& COMMUNICATIONS

UTILITIES. VERIFY LOCATION.

8

PROVIDE STORMWATER INLET PROTECTION. SEE DETAIL 3/C4.

NOTE: INLETS MAY BE FULL OF SEDIMENTS & DEBRIS. NOTIFY VA

IF INSTALLING PROTECTION IS NOT FEASIBLE.

8

8

8

A
A

2

C2

9

PHASE THREE / BID DEDUCT #1 - FILL NEW STORAGE TANK WITH

E85 FUEL

9

11

NEW SITE LIGHTING (2 TOTAL).  SEE SHEET E1

12

ELECTRICAL EQUIPMENT.

13

NEW POS.  SEE SHEET E1

14

NEW DISPENSER.  SEE SHEET E1

10

TANK CONTROLLER. SEE SHEET E1

5

14

10

11

12

EXISTING

ASPHALT

EXISTING

ASPHALT

wm

bp

bt

ng

ss

sd

LEGEND

EXISTING BURIED POWER

EXISTING BURIED TELEPHONE

EXISTING NATURAL GAS

EXISTING SANITARY SEWER

EXISTING STORMED DRAIN

EXISTING WATER MAIN

NEW SITE LIGHTING

NEW REMOVABLE BOLLARD

NEW STANDARD BOLLARD

NEW SECURITY CAMERA

UG

NEW BURIED  DATA/COMM/VIDEO

BP

NEW BURIED POWER

PROPOSED CONCRETE

PROPOSED LANDSCAPE RESTORATION

PROPOSED SLOPE

0.5%

MATCH EXISTING GRADE

TOP OF CONCRETE ELEVATION

MEG

TC

TA

FL

TOP OF ASPHALT ELEVATION

FLOW LINE ELEVATION

PROPOSED ASPHALT

7

15

EMERGENCY FUEL SYSTEM SHUTOFF

15

APPROVED SUBGRADE

14" MIN. CRUSHED AGGREGATE

BASE COURSE (3/4" MINUS).

NEW AC. MATCH EXISTING.

3

C2

ASPHALT PAVING

NTS

14.0"

SEPARATION SUBGRADE

GEO-TEXTILE MATERIAL SHALL

MEET THE CRITERIA SET FORTH

IN ODOT SPECIFICATION

SECTION 02320. SEE 4/C2.

COMPACTION NOTE:  COMPACT EACH LAYER (SUBGRADE, BASE & SUBBASE)

TO NOT LESS THAN 95 PERCENT OF THE MAXIMUM DENSITY DETERMINED IN

ACCORDANCE WITH THE FOLLOWING TEST METHOD AASHTO T99 METHOD A.

LANDSCAPE AREAS TO NOT LESS THAN 90 PERCENT OF THE MAXIMUM DENSITY

DETERMINED IN ACCORDANCE WITH THE FOLLOWING TEST METHOD AASHTO

T99 METHOD A.

6

C2

SUBGRADE GEOTEXTILE PROPERTIES

16

INSTALL SILT FENCE. SEE 5/C2.

16

16

CONSTRUCTION JOINT DETAIL

EXPANSION JOINT DETAIL

NONMOISTURE ABSORPTIVE,

NONREACTIVE BACKER ROD

PREFORMED NON-EXTRUDING

DEPTH OF SAWCUT AS

REQ'D FOR SEALANT,

SEALANT RECESS AND

BACKER ROD.

CONSTRUCTION JOINT

DEPTH AS REQ'D FOR JOINT

SEALANT,  SEALANT RECESS

AND BACKER ROD

TO FIT SNUG IN JOINT

JOINT FILLER

1/2"

3/4"

POURED JOINT SEALANT

RECESSED 1/8" TO 1/4"

BELOW TOP OF PAVEMENT

T = PAVEMENT  

    THICKNESS

T/2

T

CONTRACTION JOINT

VERTICAL SAW-CUT

1/4" MIN.

T/4

1/4" R

(TYP.).

POURED JOINT SEALANT

RECESSED 1/8" TO 1/4" BELOW

TOP OF PAVEMENT

NONMOISTURE ABSORPTIVE,

NONREACTIVE BACKER ROD

TO FIT SNUG IN JOINT.

DEPTH OF SEALANT

= 1/2" TO 3/4"

DEPTH OF SEALANT

= 3/4" TO 1 1/8"

TOP 1/8" NO

SEALING

COMPOUND

POURED

JOINT

SEALING

COMPOUND

PLACE AS INDICATEDPLACE AS INDICATED PLACE AS INDICATED

4
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CONCRETE JOINT DETAILS

1
'

M
I
N

.

2
'

M
I
N

.

6' MAX.

2" x 2" WOOD POSTS, STEEL

FENCE POSTS, OR EQUIVALENT

POST SPACING MAY BE INCREASED TO

8' IF WIRE BACKING IS USED

BURY BOTTOM OF FILTER

MATERIAL IN 6" x 6"

(4"x 4" MIN.) TRENCH.

BACKFILL WITH NATIVE SOIL OR

3/4"-1 1/2" WASHED GRAVEL.

STANDARD STRENGTH FILTER

FABRIC MATERIAL IN CONTINUOUS

ROLLS, 2"x 2"x 14 GA. WIRE OR

EQUIVALENT.

JOINTS IN FILTER FABRIC SHALL BE

SPLICED AT POSTS, USING STAPLES,

WIRE RINGS OR EQUIVALENT TO

ATTACH FABRIC TO POSTS.

SHOULDER BALLAST

9.03.9(2)

MAINTENANCE:

INSPECT IMMEDIATELY AFTER EACH RAINFALL, AND AT

LEAST DAILY DURING PROLONGED RAINFALL.

SEDIMENT MUST BE REMOVED WHEN IT REACHES

APPROXIMATELY ONE THIRD THE HEIGHT OF THE

FENCE.

ANY SEDIMENT DEPOSITS REMAINING IN PLACE AFTER

THE FILTER FENCE IS NO LONGER REQUIRED SHALL

BE DRESSED TO CONFORM WITH THE EXISTING

GRADE, PREPARED AND SEEDED.

5
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SILT FENCE

121 SOUTH MAIN STREET

LIVINGSTON, MONTANA

P:406-222-0104/F:406-222-1007

WWW.CTAGROUP.COM

PROPOSED EXPANSION JOINT

PROPOSED CONSTRUCTION JOINT

PROPOSED CONTRACTION JOINT


